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PANEL B (SOUTHEAST LIBRARY 09WMA03)

VOLTAGE LOCATION ELECTRICAL ROOM
PHASE     3 WIRE 4 MAIN AMPS MLO
BUS AMPS MOUNTING SURFACE
OCPD AMPS

BRKR CKT CKT BRKR
DESCRIPTION REC LTG A B C AMP/P NO. NO. AMP/P A B C REC LTG DESCRIPTION

E 600 20/1 1 2 20/1 600 EXISTING LOAD E
E 600 20/1 3 4 20 600 EXISTING LOAD E
E 600 20/1 5 6 2 600 ----
E 600 20/1 7 8 20/1 600 EXISTING LOAD E
E 600 20/1 9 10 20/1 600 EXISTING LOAD E
E 600 20/1 11 12 20/1 600 EXISTING LOAD E
E 600 20/1 13 14 20/1 600 EXISTING LOAD E
E 600 20/1 15 16 20 600 EXISTING LOAD E
E 600 20/1 17 18 2 600 ----
E * 1800 30 19 20 20/1 600 EXISTING LOAD E

* 1800 21 22 30 1800 EXISTING LOAD E
* 1800 3 23 24 2 1800 ----

E 600 20/1 25 26 20/1 600 EXISTING LOAD E
E 600 20/1 27 28 20/1 600 EXISTING LOAD E

NR 500 20/1 29 30 20/1 SPARE E
E 20/1 31 32 20/1 SPARE E
E 20/1 33 34 20/1 SPARE E
E 20/1 35 36 20/1 SPARE E

37 SPACE

39 SPACE

41 SPACE

TOTALS 4200 4200 4100 3000 4200 3600

VOLT AMPS  (VA):

BUS A 7200 DEMAND FACTOR 1    x   LCL  VA = 5400  x 1.25 = 6750
BUS B 8400 DEMAND FACTOR 1    x   NON  LCL  VA = 17900
BUS C 7700 TOTAL  VA  = 24650
TOTAL 23300 3 PHASE VOLTAGE  = 208

3 PHASE AMPS  = 68.5

(EXISTING)

EXISTING LOAD
EXISTING LOAD
EXISTING LOAD
EXISTING LOAD
EXISTING LOAD
EXISTING LOAD

CONN.
BUS

EXISTING LOAD

225
100

EXISTING LOAD
EXISTING LOAD
----
----

EXISTING LOAD

120/208

SPACE
SPACE
SPACE

SPARE
SPARE
SPARE
EF-1

EXISTING LOAD
EXISTING LOAD
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